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EMERGENCY PHONE NUMBERS
Fire/Ambulance 9-911

Building Emergency Contact List
Contact

U of S Security

Health Safety and Environment
Mechanical

Electrical

Phone

966-5555
227-3113
227-0259
230-2803

2007-06-07 Building Evacuation Plan

Page 1



0.12.37.1 Rev. 6

1.0 PURPOSE

The purpose of this document is to describe the procedure for the safe evacuation of the CLS
facility in the case of an emergency. This is accomplished by ensuring unobstructed exit paths,
appropriate emergency lighting, prompt evacuation, allowing immediate access for emergency
response personnel and identifying designated personnel to assist in the evacuation.

2.0 BACKGROUND

It is the policy of the CLSI to protect the safety and health of every employee, contractor, user
and visitor. Evacuation of the building may be required for a number of reasons including fire or
smoke, chemical spill, explosion, bomb threat or gas leak. This plan describes the evacuation
procedures for the CLS building and the responsibilities of all personnel involved in the
evacuation.

3.0 INFORMATION

The CLSI has for the protection of all the employees, contractors, students, users and visitors:
“Fire Safety Plan” (11.12.54.1)*, smoke detectors, sprinkler systems, fire extinguishers, fire alarm
pull stations and evacuation routes.

There is a scheduled building evacuation drill held once a year in conjunction with the
Department of Health, Safety and Environment from the U of S.

The fire alarm system is tested on the first working Monday of each month. This test is to verify
with the link to the U of S Heating Plant (Fire Alarm System Test Procedure (11.7.54.1)?). This
system is certified by a qualified contractor yearly.

The CLS facility has chemical storage located in Room 1056 and a Cryogenic Room 1061. The
building could house large and small animals that are being used in experimental procedures.

4.0 RESPONSIBILITIES

41 BUILDING EVACUATION TEAM MEMBERS

The building has one Chief Warden (and alternate), one assistant Chief Warden (and alternate)
and Area Wardens (with alternates), who will direct the evacuation of persons from their
respective areas as quickly as possible in a safe and controlled manner. The list of building
evacuation team members is maintained by the CLSI HSE Department.

4.1.1 Chief Warden

The Chief Warden ensures that:

¢ Building Evacuation Plan is developed and maintained.

e Evacuation diagrams are developed and posted

e Evacuation drills are conducted at least once a year

e Inspections of exit paths (including exit doors) are performed regularly.
e All necessary repairs of components for exit paths are completed.

e Plans for the modification of any part of an exit path are reviewed
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e An up to date list of Area Wardens is maintained
During a fire alarm, the Chief Warden:

e Proceeds to Main Entrance and checks the annunciator panel to determine the location of the
alarm

e Meets with Area Wardens and informs them where the emergency is located.
Following a fire alarm, the Chief Warden

o Notifies Area Wardens that it is safe to re-enter the building.
e Prepares a report following an evacuation.
e Reports to management.

Note: If the Chief Warden is absent, the Alternate Chief Warden will assume the responsibilities
of the Chief Warden

4.1.2 Assistant Chief Warden

The Assistant Chief Warden will:

e Assist the Chief warden when requested

e Proceed immediately to the annunciator panel to determine the location of the alarm.
e Meet the Chief Warden and Emergency Services Personnel

e Assess the situation, assists in first aid if required, and informs the Emergency Services
Personnel of any special hazards in the area.

e Ensures the alarms are reset after the evacuation alarm.

Note: If the Assistant Chief Warden is absent the Alternate Assistant Chief Warden will assume
the duties.

4.1.3 Area Wardens

Area Wardens will:

e Evacuate all persons from their respective areas as quickly as possible in a safe and
controlled manner.

e Ensure complete and immediate withdrawal of all personnel in his/her area through a pre-
determined route.

e Inform his/her backup person in the event that they are absent from the building.

e Ensure that all doors are closed, but not locked, in his/her area and check the washrooms.
¢ Insist that personnel move to the designated assembly area.

o Notify the Chief Warden that their area is clear.

o Notify personnel that they may re-enter the building when permission has been given by the
Emergency Services Personnel, the Chief Warden or Assistant Chief Warden.

Note: If the emergency occurred in the Area Warden’s area, the Area Warden evacuates all
personnel, assesses the situation and prevents access to the area except for the Chief Warden,
Assistant Chief Warden, and Emergency Services Personnel. The Area Warden will notify the
Chief Warden or Emergency Services Personnel of any special hazards in the immediate area of
the emergency.

2007-06-07 Building Evacuation Plan Page 3



0.12.37.1 Rev. 6

4.2 MANAGERS AND SUPERVISORS

Managers and supervisors will:
e Know evacuation procedures for the area under their supervision.
¢ Inform new personnel of evacuation procedures.

e Assign one person and one alternate for each mobility-, sight-, or hearing-impaired person
who may need assistance during an evacuation.

e Ensure that exit paths are kept clear and unobstructed at all times.

o Notify the Chief Warden of plans for modification of any part of an exit path (including exit
doors).

4.3 WORKERS, USERS, CONTRACTORS AND VISITORS

e All workers, users, contractors and visitors will follow the instructions of the Area Wardens,
Floor Coordinators, Accelerator Operators, HSE Personnel, Managers and Supervisors when
asked to evacuate the building.

o Know the two safest and most direct evacuation routes from their work area(s).

e Know the designated evacuation assembly point for the building. If you do not know the
designated evacuation assembly point for your building, ask your supervisor.

4.4 ACCELERATOR OPERATOR
e Accelerator Operator will cease electron beam injection if required

e Accelerator Operator becomes the acting Chief Warden (see section 4.1) during non normal
working hours

NOTE: Accelerator operator is ONLY present when the accelerator is in operation.

45 FLOOR COORDINATOR

e Floor Coordinator becomes the acting Assistant Chief Warden (see section 4.2) during non
normal working hours

NOTE: Floor coordinator is ONLY present when the accelerator is operating in normal mode of
operation.

5.0 BUILDING EVACUATION

5.1 DISCOVERY OF FIRE

e DO NOT PANIC
e Alert people nearby and enlist their aid

e Assess the situation, use a fire extinguisher if you are confident that you can control the fire
without placing yourself or others in danger, call for help

e If you are not confident, leave the fire area immediately and assist anyone in immediate
danger to evacuate

e Close all doors behind you to confine the fire
e Activate the fire alarm
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e Call9-911
e Evacuate the building (see section 5.3) and inform the Chief Warden of the fire location

5.2 EVACUATION REQUIREMENT

Evacuate the building in the event of:
e Fire alarm activation.

e Verbal command from Managers, Supervisors, Chief Warden, Assistant Chief Warden, Area
Wardens, CLSI HSE personnel or Emergency Response Personnel.

5.2.1 Animal Handling

Safety of human life is the prime purpose of this procedure. Animals will be housed and only
evacuated under the direction of the Saskatoon Fire And Protective Services personnel.

5.2.1.1 Small Animals

e Animals will be placed in a cage and evacuated under the direction of the Saskatoon Fire and
Protective Services personnel.

e Animals under general anesthesia will be placed in the nearest cage. The decision as to the
maintenance of anesthesia will be made by the senior researcher.

e Animals recovering from general anesthesia will be placed in the nearest available cage.
e All attending personnel will leave the building.

e It is the responsibility of the members in charge of the experiment to communicate the
information to the Saskatoon Fire and Protective Services personnel.

5.2.1.2 Large Animals

e Animals which are not anesthetized will be housed in a stall or a stanchion or will have the
head released from the neck yoke and be allowed to stand in the chute.

e Animals under general anesthesia: The senior researcher present will be responsible for
determining whether the closeness of the fire determines that the scan is stopped and the
animal returned to a pen for recovery or whether the animal can be evacuated from the
building or whether the seriousness of the situation dictates that the animal be euthanized.

o All attending personnel will leave the building.

e It is the responsibility of the person in charge of the experiment to communicate the
information to the Saskatoon Fire and Protective Services personnel.

5.3 EVACUATION PROCEDURE

e Evacuate the building in an orderly fashion using the safest and closest exit route. In winter
or inclement weather get your jacket if it is safe to do so.

e Do not use the elevator!
o If safe to do so, take personal belongings (keys, purses, wallets, etc.)

e Follow instructions from Chief Warden, Assistant Chief Warden, Area Wardens, CLSI HSE
Department personnel, UofS Security and Emergency Services personnel.

e If safe to do so, close doors behind you if you are the last one to exit an office.
o If safe to do so, secure any hazardous materials or equipment before leaving.
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e Assist others who may be in need of assistance.

e Proceed to the designated evacuation assembly area for the CLS Facility (see attached map)
and report to your Area Warden or Supervisor.

e During inclement weather everyone leaving the building on the west side will proceed to the
Peterson Building and persons exiting the building through the north exits will proceed to the
Canadian Wildlife Service building.

e Do not re-enter the building until instructed to do so by the Emergency Services Personnel,
Chief Warden or Assistant Chief Warden.

Note: The Chief Warden will only allow re-entry to a building after the Emergency Services
Personnel has authorized such re-entry. The chain of command on authorization to re-enter
an evacuated building flows from the Emergency Services Personnel to the Chief Warden,
Assistant Chief Warden, Area Wardens, and managers and supervisors, who in turn instruct
personnel accordingly.

6.0 REFERENCES

1. Fire Safety Plan (11.12.54.1)
2. Fire Alarm System Test Procedure (11.7.54.1)

7.0 ATTACHMENTS

AREA DRAWINGS

The attached drawings show the location of fire exists (indicated in Red circles) and the assembly
area, Floor Warden areas and fire extinguisher locations. During inclement weather all personnel
exiting the building on the North side will assemble in the Canadian Wildlife Services Building and
all personnel exiting the building on the west or south side will assemble in the Peterson Building.

BLDG/ME/SFY/0003400
BLDG/ME/SFY/0003410
BLDG/ME/SFY/0003420
BLDG/ME/SFY/0003430
BLDG/ME/SFY/0003440
BLDG/ME/SFY/0003460
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